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2630 

Re-

hear 

Ocean Partners Hospitality 

Best Western Ocean Beach 

5600 N. Atlantic Ave 

Cocoa Beach, FL 32931 

Brevard 64E--.006(1)(c)(3)(b) Depth 

markings shall be legible from 

inside the pool and also from 

the pool deck. 

        Tabled, need rep present    

2632 

Re-

hear 

Indialantic One Condo 

601 N Miramar Ave 

Indialantic, FL 32903 

Brevard 64E-9.002(33) Classification of 

Pool Type, Swim Spa  

 

64E-9.010(8) Spa type pools 

shall have a minimum of one 

turnover every 30 minutes. 

 

 64E-9.007(5) Filters sized to 

handle the required 

recirculation flow shall be 

provided. 

 

64E-9.010(13) Automated 

Oxidation Reduction Potential 

(ORP) and pH controllers with 

sensing probes shall be 

provided on spa pools to assist 

in maintaining proper 

disinfection and pH levels. 

 

No Code Reference-Asking to 

change timeframe on VGB 

grate replacement.  

 

64E-9.010(6) Therapy or jet 

systems 

 

 64E-9.006(1)(b) Sizing 

requirements 

 

64E-9.008(7) Rules and 

Regulations: 1. No food or 

beverages in pool or on pool 

wet deck. 

        Table   
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2641 

Re- 

Hear 

 

 

 

 

Water Oak Fitness Center Pool 

C/C A.R. Choice 

333 17th St, Suite 2L 

Vero Beach FL 32960 

 

Water Oak Fitness Center Pool 

2365 Water Oak Court 

Vero Beach, FL 32962 

Indian 

River 

64E-9.006(1)(a)1 Any design 

or logo on the pool floor or 

walls shall be such that it will 

not hinder the detection of a 

human in distress. 

           

2652 Tony Rev 

MDR Toledo LLC 

1450 Brickell Ave 

Maimi, FL 33131 

 

The Bond Condo, Level 13 

Pool 

1080 Brickell Ave 

Maimi, FL 33131 

Dade 64E-9.006(2)(a) Decks and 

Walkways – Wooden decks 

and walkways are prohibited. 

           

2653 Robert Howe 

1101 S. Capital Of Texas 

Building F Suite 200 

Austin, TX 78746 

 

La Joya Villages LTD 

1105 ^th Ave 

Lake Worth, FL 33460 

Palm 

Beach 

64E-9.006(2)(a)1. Pool wet 

decks shall have a minimum 

unobstructed width of four feet 

around the perimeter of the 

pool, pool curb, ladders, 

handrails, diving boards, diving 

towers, and slides, shall be 

constructed of concrete or 

other nonabsorbent material 

having a smooth slip resistant 

finish 

           

2654 Tim McMillan 

Yacht Chandlers 

750 W Sunrise Blvd 

Ft Lauderdale, FL 33311 

Broward 64E-9.007(8)Main drain 

systems and surface overflow 

systems which discharge to 

collector tanks shall be sized 

with a maximum flow velocity 

of three feet per second. 
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2655 TRG Brickell 

315 South Biscayne Blvd 

Miami, FL 33131 

 

My Brickell Swim Spa Pool 

30-31 SE 6th Street 

Miami, FL  

Dade 64E-9.006(2)(e)The equipment 

enclosure, area or room floor 

shall be of concrete or other 

nonabsorbent material having a 

smooth slip resistant finish and 

shall have positive drainage, 

including a sump pump if 

necessary. 

 

64E-9.006(2)(a) Wet Deck 

shall be uniformly sloped at a 

minimum of two percent to a 

maximum of four percent away 

from the pool or to deck drains 

to prevent standing water. 

 

64E-9.006Required 

Contrasting color tiles and 

Munsell color value 

requirements. 

 

64E-9.007(b)5 A minimum 6-

inch water line tile shall be 

provided on all pools with 

automatic skimmer systems, 

each a minimum size of one 

inch on all sides. Glazed tile 

that is smooth and easily 

cleanable shall be utilized. 

           

2656 Murs Gables, LLC 

1865 Cleveland Road 

Miami Beach, FL 33141 

 

Water Cycling Center, Aquatic 

Gym Exercise Pool 

59 Merrick Way 

Coral Gables, FL 33134 

 

Dade 64E-9.006(1)(e) The pool 

water area shall be 

unobstructed by any type 

structure unless justified by 

engineering design as a part of 

the recirculation system. 
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2657 Swire Properties 

799 Brickell Plaza Suite 602 

Miami, FL 33136 

 

Brickell City Centre 

 North Tower Spa #2 

601 S Miami Ave 

Miami, FL 33136 

Dade 64E-9.007(3)(a) Gutters may 

be eliminated along pool edges 

for no more than fifteen feet 

and this shall not exceed 10% 

of the perimeter 

 

64E-9.006(1)(c)2aFloor slope 

shall be uniform. The floor 

slope shall be a maximum one 

foot vertical in ten feet 

horizontal and a minimum of 

one foot vertical in forty feet 

horizontal in areas five feet 

deep or less 

           

2658 Swire Properties 

799 Brickell Plaza Suite 602 

Miami, FL 33136 

 

Brickell City Centre  

North Tower Spa #1 

601 S Miami Ave 

Miami, FL 33136 

Dade 64E-9.007(3)(a) Gutters may 

be eliminated along pool edges 

for no more than fifteen feet 

and this shall not exceed 10% 

of the perimeter 

 

64E-9.006(1)(c)2aFloor slope 

shall be uniform. The floor 

slope shall be a maximum one 

foot vertical in ten feet 

horizontal and a minimum of 

one foot vertical in forty feet 

horizontal in areas five feet 

deep or less 

         .   

2659 Swire Properties 

799 Brickell Plaza Suite 602 

Miami, FL 33136 

 

Brickell City Centre  

East Tower Spa #1 

601 S Miami Ave 

Miami, FL 33136 

Dade 64E-9.007(3)(a)Perimeter 

overflow gutters requirements 
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2660 Swire Properties 

799 Brickell Plaza Suite 602 

Miami, FL 33136 

 

Brickell City Centre  

East Tower Pool #3 

601 S Miami Ave 

Miami, FL 33136 

Dade 64E-9.007(3)(a)Perimeter 

overflow gutters requirements 

           

2661 Swire Properties 

799 Brickell Plaza Suite 602 

Miami, FL 33136 

 

Brickell City Centre  

East Tower Pool #1 

601 S Miami Ave 

Miami, FL 33136 

Dade 64E-9.007(3)(a)Perimeter 

overflow gutters requirements 

           

2662 Swire Properties 

799 Brickell Plaza Suite 602 

Miami, FL 33136 

 

Brickell City Centre  

West Tower Pool #1 

601 S Miami Ave 

Miami, FL 33136 

Dade 64E-9.007(9)(e) Pools greater 

than 30 feet in width with a 

combination of wall and floor 

inlets shall have the number of 

wall inlets such that the 

maximum spacing between the 

wall inlets is 20 feet and floor 

inlets are provided for the pool 

water area beyond a 15 feet 

perpendicular distance from all 

walls. 
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2663 Swire Properties 

799 Brickell Plaza Suite 602 

Miami, FL 33136 

 

Brickell City Centre  

West Tower Pool #1 

601 S Miami Ave 

Miami, FL 33136 

Dade 64E-9.007(3)(a)Perimeter 

overflow gutters requirements 

 

64E-9.001(41) “Wet Deck 

Area” – The four foot wide 

unobstructed pool deck area 

around the outside of the pool 

water perimeter, curb, ladders, 

handrails, diving boards, diving 

towers, pool slides, waterfalls, 

water features, starting blocks, 

planters, or lifeguard chairs. 

 

64E-9.010(8) Filtration 

recirculation – Spa type pools 

shall have a minimum of one 

turnover every 30 minutes. 

 

           

2664 Holiday Inn Harbourside 

401 2nd Street 

Indian Rocks Beach, FL 

33789 

 

Pinellas 64-E-9.006(1)(f) The vertical 

clearance above the pool deck 

shall be at least seven feet. 

           

2665 Universal Studios 

Project 533-Kids Pool (Pool 

B)  

Orange 64E-9.006(2)(a)1. Pool wet 

decks shall have a minimum 

unobstructed width of four feet 

around the perimeter of the 

pool, pool curb, ladders, 

handrails, diving boards, diving 

towers, and slides, shall be 

constructed of concrete or 

other nonabsorbent material 

having a smooth slip resistant 

finish 
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2666 Universal Studios 

Project 533-Toddler Spray Pad 

(Pool C) 

Orange 64E-9.006(2)(a)1. Pool wet 

decks shall have a minimum 

unobstructed width of four feet 

around the perimeter of the 

pool, pool curb, ladders, 

handrails, diving boards, diving 

towers, and slides, shall be 

constructed of concrete or 

other nonabsorbent material 

having a smooth slip resistant 

finish 

           

2667 Universal Studios 

Project 533-Leasure Pool 

(Pool N) 

Orange 64E-9.007(3)(a) Gutters may 

be eliminated along pool edges 

for no more than fifteen feet 

and this shall not exceed 10% 

of the perimeter 

 

64E-9.006(2)a(2). Ten percent 

of the deck along the pool 

perimeter may be obstructed. 

Obstructions shall have a wet 

deck area behind or through 

them, with the near edge of the 

walk within 15 feet of the water 

 

           

2668 Universal Studios 

Project 533-Element (Pool R) 

Orange 64E-9.006(2)(a)(2). Ten 

percent of the deck along the 

pool perimeter may be 

obstructed. Obstructions shall 

have a wet 

deck area behind or through 

them, with the near edge of the 

walk within 15 feet of the water 
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2669 Universal Studios 

Project 533-Element 4 (Pool J) 

Drop Slide 

Orange 64E-9.011(2)(a)(3)(a). The 

slide flume terminus shall be 

designed by the design 

engineer who can demonstrate 

to the department’s satisfaction 

that riders will be adequately 

slowed prior to discharge so as 

to prevent injury or harm to the 

rider upon impact with the 

plunge pool water. The slide 

terminus shall be flush with the 

pool wall and located at or 

below the pool water level. 

           

2670 Universal Studios 

Project 533-Lazy River (Pool 

D) 

Orange 64E-9.006(2)(c)2. Indoor pool 

lighting – Lighting shall 

provide a minimum of 10 foot 

candles of illumination at the 

pool water surface and the pool 

wet deck surface. Underwater 

lighting shall be a minimum of 

eight-tenths watt per square 

foot of pool surface area. 

           

2671 Universal Studios 

Project 533-Action River 

(Pool E) 

Orange 64E-9.006(2)1. Outdoor pool 

lighting – Lighting shall 

provide a minimum of three 

foot candles of illumination at 

the pool water surface and the 

pool wet deck surface. 

Underwater lighting shall be a 

minimum of one-half watt per 

square foot of pool water 

surface area. 
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2672 

 

 

 

 

 

 

 

 

 

Phoenix Suites LLC 

Dba Caribbean Resort Suites 

322 Garfield Street 

Hollywood, FL 33019 

Broward 64E-9.006(1)(e)2 Benches 

shall not protrude 

into the 15 foot clearance 

requirement of subparagraph 

64E-9.006(1)(c)1., F.A.C. 
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